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DIMENSIONS
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MOUNTING INSTRUCTION

Make a hole in the ceiling according to the prescribed dimensions.

Put the LED module or the bulb in the ring and mount the ring into the
housing.

4 Push the springs up and insert the fixture in the ceiling hole.
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Multiple connection

LED PAR16

Single connection

Multiple connection

Single connection

POWER CONNECTION
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Always use a driver according to the 
specifications of the LED module.   
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Frontal IP44 when installed:
the luminaire is IP20 at the 
recessed side and IP44 at the 
visible side.


